
Air Conditioning Systems
There is water around the base of my condensing unit.

If you find water around the base of your condensing unit, it is most likely from normal operation.
When the condensing unit is running on cooling, the suction line and accumalator will
condensate. While the unit is running in heat if a heat pump, the condensing coils themselves
will condensate and create water around the base of the unit. So it is normal for water to be

around the base of your condensing unit.
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